Activated carbon filters are used to limit engine damage by siloxanes when biogas is utilised to provide electricity. However, carbon filter siloxane removal performance is poorly understood as until recently, it had not been possible to measure siloxanes online. In this study, on-line Fourier Transform Infrared (FTIR) spectroscopy was developed to measure siloxane concentration in real biogas both upstream (86.1 -157.5 mg m -3 ) and downstream (2.2 -4.3 mg m -3 ) of activated carbon filters. The FTIR provided reasonable precision upstream of the carbon vessel with a root mean square error of 10% using partial least squares analysis. However, positive interference from volatile organic carbons was observed in downstream gas measurements limiting precision at the outlet to an RMSE of 1.5 mg m -3 (47.8%). Importantly, a limit of detection of 3.2 mg m -3 was identified which is below the recommended siloxane limit and evidences the applicability of on-line FTIR for this application. Talanta, 2015, Vol. 141, pp. 128-136 DOI:10.1016/j.talanta.2015 Published by Elsevier. This is the Author Accepted Manuscript issued with: Creative Commons Attribution Non-Commercial No Derivatives License (CC:BY:NC:ND 3.0). The final published version (version of record) is available online at DOI:DOI:10.1016/j.talanta.2015.03.063
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Introduction
Water utilities have considerable combined heat and power (CHP) engine capacity installed for electrical production. To illustrate, in 2013 UK Water Utilities generated 761 GWh from biogas arising from the anaerobic digestion of sewage sludge (DECC, 2013) . To ensure this biogas is utilised economically, volatile methyl siloxanes (VMSs) must be removed as the VMS compounds can cause significant CHP engine damage following their oxidation during combustion which transforms the VMS compounds into silicon dioxide (Arnold, 2009 ). Some of this silicon dioxide is deposited in the engine as microcrystalline silica, where it abrades the inner surfaces of the combustion chamber (Schweigkofler and Niessner, 2001) , clogs valves (Accettola et al., 2008) and reduces engine efficiency (Ohannessian et al., 2008) . Damage caused by siloxanes is estimated to cost around £0.015 kWh -1 (Lemar, 2005) , or 16% of the current UK feed-in tariff for electricity from CHP engines (£0.094 kWh -1
, Read and Hofmann, 2011) .
Current best practice for siloxane removal from biogas is pre-treatment using activated carbon (AC) filters (Ajhar et al., 2010a) . Whilst many AC filters have been installed at sewage treatment works, there remains relatively little data relating to the effectiveness of these systems. This can, in part, be attributed to the difficulties in measuring siloxanes as until recently the most common methods involved discrete sampling using gas bags (Ajhar et al., 2010b) or canisters (Schweigkofler and Niessner, 1999) , followed by analysis using gas chromatography-mass spectrometry (GC-MS) at an external laboratory. Not only is this expensive, at up to £100 per sample, but the data density provided is insufficient to fully characterise either the siloxane profile of the biogas or the performance of the AC filters. To illustrate, due to cost and logistical constraints, it is rare for biogas sampling to be carried out downstream of the carbon   1  2  3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64  65 4 filters more than once per day. However, siloxane breakthrough from carbon filters has been noted to increase the carbon filter outlet siloxane concentration from the leakage concentration (≈7 mg m -3
) to equal the inlet concentration (≈100 mg m -3 ) in less than four hours (Hepburn et al., 2015) . This steep breakthrough curve is characteristic of gas adsorption processes (Wakao and Funazkri, 1978; Cooney, 1999) and emphasises the need to provide more frequent analytical measurement of siloxanes to ensure that the carbon vessels are appropriately managed to maintain a reliable barrier to siloxane penetration into the CHP engine. Arnold and Kajolinna (2010) and Bramston-Cook and Bramston-Cook (2012) were amongst the first to develop online siloxane detection to establish typical siloxane concentrations in real biogas. The authors used portable gas chromatography (GC) to characterise siloxane concentrations in untreated biogas at both sewage treatment works and landfill sites. Both groups demonstrated the ability of field GC to measure siloxanes in the complex biogas matrix, although Arnold and Kajolinna (2010) did note difficulty interpreting chromatograms due to the presence of other interfering volatile organic carbon species (VOCs). Whilst the authors' proved portable GC useful for both detection and speciation of siloxanes in real biogas, field GC techniques require regular calibration and specialist maintenance, which are practically constraining for more permanent installations to be operated by non-specialist staff. Oshita et al. (2010) applied Fourier Transform Infrared (FTIR) spectroscopy to determine the dynamic variation in siloxane concentration in biogas produced at a sewage treatment plant in Japan. The advantage of FTIR is that it requires only initial calibration, an annual maintenance cycle, and takes only around eight minutes to acquire background and sample spectrums (Bendini et al., 2007) , making FTIR a more practicable technology 5 for long term use by non-specialist operators, to monitor AC filter performance. Similar to Arnold and Kajolinna (2010) , Oshita et al. (2010) found that in real biogas, the online results were higher than the results from laboratory GC-MS, and whilst VOCs were not measured directly, the authors also proposed that this was due to positive interference caused from VOCs. Nevertheless, Oshita et al. (2010) achieved a close correlation between on-line FTIR and laboratory GC-MS data in both synthetic and real biogas, despite the size of the siloxane peaks, which are approximately 1/50 th of the height of the peaks caused by the bulk gases (see supplementary data, Figure S1 ).
To date, each of the published studies using on-line detection for siloxane measurement have focused on quantitation of siloxanes in raw biogas, i.e. before biogas treatment by activated carbon. However, it is the siloxane data collected downstream of the carbon filter that is used to manage the process. The aim of this study is therefore to investigate the applicability of on-line FTIR for enhancement of carbon vessel management to further improve economic utilisation of biogas as a fuel. The objectives of this study are: (i) to calibrate an industrial FTIR spectrometer for siloxanes using synthetic reference gases; (ii) to investigate the applicability of FTIR for use on real biogas both upstream and downstream of an activated carbon filter; (iii) use laboratory based GC-MS methods to discriminate and diagnose field data; (iv) to refine calibration for use in real biogases and validate calibration using a certified primary reference gas mixture from a National Measurement Institute; and (iv) to develop some of the first seen breakthrough curves from full scale carbon vessels for siloxane removal to illustrate the utility of on-line siloxane measurement for enhancing carbon filter management .   1  2  3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64  65 6 2 Materials and Methods
Instrument and set up
The Fourier Transform Infrared spectrometer was an Antaris Industrial Gas System (Thermo Fisher Scientific Inc, Waltham, MA). The gas cell had a 2 m path length and was operated at 80°C to minimise the probability of condensation within the cell. The mirrors within the gas cell were coated with gold to limit deposition of carbon fines introduced in the biogas. Background spectra (found by scanning with the gas cell evacuated) were subtracted from the sample spectrum and the reported value was ascertained from the average value of the scans, with cyclic siloxanes discriminated at 817 -798 cm -1
. This region corresponds to the infrared (IR) absorbance caused by the Si-(CH 3 ) 2 group (Table 1) and was subject to integration to identify corresponding concentration.
Calibration and verification
Reference gas was generated by spiking a carrier gas (carbon dioxide or nitrogen) with D5 using the apparatus described in Supplementary Information. The test rig was connected directly to the inlet of the spectrometer gas cell, so that gas constantly flowed through the gas cell. To validate the FTIR results, gas samples (as biogas or synthetics gases produced in CO 2 or N 2 ) were collected downstream of the FTIR gas cell into Type 232 SKC gas bags (Tedlar body and polypropylene fitting) which Ajhar et al. (2010b) demonstrated to provide high and stable recovery of siloxanes from gas samples.
Collected gas samples were subject to GC-MS analysis using an ISO17025 accredited method for siloxane determination. The method requires 100-250 ml of gas for transfer onto a Tenax adsorption tube at a flow rate of 30-50 ml min -1
. A stock standard 7 containing eight siloxane species and toluene is used to prepare at least four calibration tubes. The samples, calibration standards, QC standards, drift checks and blanks were all analysed using a Markes Unity ATD system connected to an Agilent 5890/5973 GC-MS system (CERAM, 2012). The limit of detection was equivalent to 1 mg m -3 in the original sample. To verify the final method, the FTIR was challenged with a primary reference gas mixture (PRGM) supplied by the National Physical Laboratory (NPL, Teddington, UK) which had an amount fraction of 6.9 µmol mol -1 of D5 in methane (110 mg m -3 of D5 in methane at standard temperature and pressure). Gas bag samples were also prepared with the PRGM and analysed using GC-MS, which evidenced an error between the measured and expected siloxane concentration of below 3% which confirmed gas sample stability within the bag samples taken.
To evaluate the FTIR spectrometer on real biogas, the unit was moved to a large sewage treatment works and connected to gas sampling points upstream and downstream of a full-scale activated carbon vessel (6.76 m 
Data analysis
To distinguish trueness and precision for the produced FTIR data (using GC-MS data as the benchmark), two statistics have been used: the coefficient of determination (r 2 ) and the root mean square error (RMSE). The coefficient of determination is a measure of precision (Miller and Miller, 2005) where RMSE is a measure of overall accuracy, combining trueness and precision, and is commonly used for calibrating new FTIR methods (Bendini et al., 2007; Bertran et al., 1999) :
where y i,FTIR is the FTIR reading for sample i, y i, GC-MS is the GC-MS results for sample i and n is the number of samples. The limit of detection (LOD) was given by:
where y B is the blank signal, considered equal to the y-intercept of the line of regression, and s B is the standard deviation of the blank signal, considered equal to s y/x , the standard deviation of each data point in the y-direction (Miller and Miller, 2005) .
Results

FTIR calibration using reference gas and real biogas
Decamethylcyclopentasiloxane ( (Table 2 ). This correlates with other studies which also found D5
to be the most abundant siloxane in digester gas (Arnold and Kajolinna, 2010; Oshita et al., 2010; Rasi et al., 2010; Bramston-Cook and Bramston-Cook, 2012) . Due to the dominance of cyclic siloxanes (85 -95% of siloxanes in upstream samples and 100% in 3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64 Figure 3a ) although the FTIR data was 0 -25% lower than the GC-MS data. The RMSE was 15.8 mg m -3 or 15.7%. In biogas samples downstream of the carbon vessel, the data range was narrow (6.4 -7.9 mg m -3 ) and the correlation between the two methods was weaker (r1  2  3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64  65 10 was 84 -214% higher than the GC-MS data and the RMSE was 4.5 mg m -3
, although the higher relative RMSE (147%) can be anticipated in downstream samples due to the lower siloxane concentration.
Volatile organic carbons in biogas samples
A wide number of additional volatile organic carbon (VOC) compounds were found in the real biogas at concentrations ranging from 1.5 mg m -3 (cumene) to 54 mg m and for m,p-xylene, the molar ratio of m,p-xylene to D5 upstream and downstream of the carbon vessel were 3.32 and 9.12 respectively which confirms that the carbon filter was removing siloxanes preferentially to VOCs. Importantly, many of the determined VOC species absorb infrared radiation within the target region of the FTIR spectrum for siloxane quantitation (Table 3) .
Partial Least Squares calibration and verification using primary reference gas
A new analysis using a Partial Least Squares (PLS) method was developed for the FTIR spectrometer with the collated spectra from real and synthetic biogas to provide an enhancement in resolution over the original method which used a Classical Least .
Re-evaluation of the original FTIR spectra was undertaken using the new PLS method and improved RMSEs to 9.8 mg m -3 (9.7%) and 1.5 mg m -3 (47.8%) for upstream and downstream data respectively, and the LOD was reduced from 6.9 mg m -3 to 3.2 mg m -3
( ) was recorded for the original CLS method, around 20.4% lower than the expected value.
Application to full scale contactors
The FTIR spectrometer was used to construct a breakthrough curve for the full-scale carbon vessel at the sewage treatment works ( Figure 5 ). The mass of siloxane passing into the engine can be calculated by integrating under the outlet concentration graph:
0.94 kg of siloxane was found to have entered the engine before breakthrough (over a period of 18 days, light grey). When breakthrough begins, the cyclic siloxane concentration in the outlet gas rises from 18 mg m -3 to 101 mg m -3 in four hours. A further 0.94 kg of siloxane entered the engine during the three days after breakthrough (medium grey), which is equivalent to the minimum time typically required for external analysis of a grab sample taken at the point of breakthrough. The potential for siloxaneinduced damage is therefore doubled if breakthrough is not measured using on- line   1  2  3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64  65 12 analysis. However, at the case study sewage treatment works, on-line analysis was not used to inform when the carbon beds should be changed, and as the point of grab sampling did not correspond to breakthrough, the AC filter was operated for 29 days between carbon changes, during which an estimated total mass of 4.60 kg of siloxane entered the engine.
Discussion
This study has shown that FTIR spectroscopy can be applied for the quantitation of siloxanes in biogas both upstream and downstream of activated carbon vessels. In the initial FTIR assessment of biogas using a CLS method, data produced were predominantly within 95% confidence limits ( (Table 4 ). The RSME of 9.7% determined for upstream biogas data is comparable to the 10% error estimated by Arnold and Kajolinna (2010) using field GC with a photo-ionisation detector (Table   4) .
However, biogas composition, including compositional variation in bulk gases, has an effect on the FTIR spectra. This was demonstrated through comparison of different carrier gases (N 2 and CO 2 ) in the reference gases ( Figure 2 ) and was further evidenced in the real biogas evaluation (Figure 3 ) with the original CLS method where FTIR siloxane data was below the expected concentration in biogas based on GC-MS analysis, which indicated a negative bias when in the presence of carbon dioxide and 3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64  65 13 other bulk gases. Nitrogen is a homonuclear diatomic molecule and therefore does not absorb infrared radiation (Stuart, 2004) . However, when carbon dioxide was used as the carrier gas, the FTIR siloxane concentration readings were lower (Figure 2) . Carbon dioxide and methane are known to cause interference during measurement of VOCs with FTIR. For example, Lechner et al. (2001) identified interference by carbon dioxide when measuring benzene in air near a paper mill. The effect of bulk gases depends on the temperature and pressure in the gas cell and on the relative sizes of the target and matrix molecules (Marshik and Perez, 2013) , with negative bias being a common response to interference from non-target compounds (Lorberau, 1990; Williams et al., 2014) . However, the proportion of bulk gases in biogas are reasonably stable (Rasi et al., 2010) , thus the spectral interference imposed by the bulk gas matrix can be accounted for (Marshik and Perez, 2013) . This is evidenced by the good correlation between FTIR and GC-MS results in real biogas (RSME = 15.7%, Figure 3a ) which indicates that the interference imposed by bulk gases was consistent and can be compensated for through calibration.
In this study, sixteen other non-target VOC species containing aliphatic =C-H bonds and/or aromatic C-H bonds (which absorb infrared radiation in the region 1000-600 cm -1 and 900-690 cm -1 respectively, Table 3 ) were identified in biogas at the case study site (Figure 4 ). The ratio of these non-target VOCs relative to the concentration of D5 was higher in biogas samples downstream of the carbon vessel (Figure 4 ).
Interestingly, in the downstream biogas samples, FTIR siloxane data was higher than determined using GC-MS, without changes to bulk gas composition observed, and is counter to that observed upstream. It is therefore postulated that the higher VOC/siloxane molar ratio observed downstream of the carbon filter introduced positive from VOCs to explain the higher readings produced from on-line FTIR when applied to biogas with a lower siloxane concentration than observed in this study (Table 4) .
Lechner et al. (2001) also reported positive interference when developing a method to discriminate compounds which absorb in similar spectral regions, finding difficulty differentiating between different alcohols, acetates and methyl-alkanes in air from the production hall of a recycling centre. Such analyses ostensibly require more complex analytical methods to incorporate spectral correction that allows for interference (Li et al., 2002) . Consequently, the infrared spectra in this study were reanalysed using a PLS method as this is considered to be more effective for complex mixtures (Stuart, 2004) .
The PLS method also incorporated a new region of the infrared absorbance spectrum:
1114.65 -991.23 cm -1 which includes the resonance frequency of the Si-O-C bond stretching. The Si-O bond absorbs infrared radiation strongly (Stuart, 2004; Coates, 2000) resulting in a tall absorbance peak (see Supplementary Information, Figure S1 ), making siloxane quantitation easier. The systematic error was reduced by more than 50%, enabling a lower limit of detection of 3.2 mg m -3 and the improved accuracy demonstrated with the PRGM (Table 4) . Further enhancement of the LOD for field based FTIR could be achieved through increasing data density to refine the PLS method at the lower concentration limit. To illustrate, Marshik and Zemek (2012) achieved a LOD of 300 -500 ppbv with FTIR through diluting biogas samples to ascertain trace siloxane concentrations sufficient for calibration at the lower concentration range.
Importantly, the LOD determined in this study is below the siloxane limit set by CHP engine manufacturers for inlet gas quality of 6 mg m -3 (Deutz), 12 mg m -3 (Jenbacher, Preliminary cost savings can be evidenced by direct comparison with current bag sampling methods. The cost of a field ready FTIR unit is around £50,000 (including multi-sampling-point installation) which compares to an annual cost of around £36,500
for bag sampling (based on one sample per day), providing a payback period of 16 months. However, the total cost benefit for the implementation of FTIR is best described by the improvement in engine protection through better carbon filter management (Table 5 ). To illustrate, at the case study sewage treatment works, it was observed that whilst the carbon bed was operated for 29 days, carbon bed breakthrough occurs at around two weeks, after which the siloxane concentration exceeds the engine manufacturer's siloxane specification, which triggers carbon replacement ( Figure 5 ).
Replacing the carbon every two weeks (i.e. at breakthrough) instead of every four weeks, doubles carbon cost but suggests a reduction in the mass of siloxane which enters the CHP engine by up to 80% ( Figure 5 ). Using data from site and from Tower and Wetzel (2006) to estimate the lower engine maintenance threshold that can be achieved through the use of FTIR to trigger carbon changes, indicates a net saving of £328,000 per year for the case study STW (saving of around £0.007 kWh -1 ) or a payback period of two months for an FTIR spectrometer (Table 5) .
Conclusions
Excellent linearity was found when on-line FTIR spectroscopy and laboratory GC-MS results from synthetic reference gas were compared and good linearity was found for real biogas samples upstream of the carbon vessel. Positive interference from VOCs 1  2  3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64 The area under the outlet concentration graph can be used to calculate the mass of siloxane entering the engine as follows: light grey -0.94 kg over 18 days before breakthrough; mid grey -0.94 kg over three days after breakthrough; dark grey -a further 2.72 kg over eight days before the carbon is changed .   1  2  3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64 65 . L -represents a linear siloxane compound (L2-L4): L2 -Hexamethyldisiloxane, L3 -Octamethyltrisiloxane, L4 -Decamethyltetrasiloxane. D -represents a cyclic siloxane compound (D3-D5): D3 -Hexamethylcyclotrisiloxane, D4 -Octamethylcyclotetrasiloxane, D5 -Decamethylcyclopentasiloxane .   1  2  3  4  5  6  7  8  9  10  11  12  13  14  15  16  17  18  19  20  21  22  23  24  25  26  27  28  29  30  31  32  33  34  35  36  37  38  39  40  41  42  43  44  45  46  47  48  49  50  51  52  53  54  55  56  57  58  59  60  61  62  63  64  65   Table 3 .
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